Clarification  to the querries in r/o  C/o Effluent Treatment Plant 650 KLD capacity for present slaughtering at Poultry Market, Gazipur 

Pre-bid meeting held on 06.07.2011 at 3.00 P.M.

	S.No.
	Quarries
	Clarifications

	1/3
	PULLUCON TECHNOLOGIES LIMITED:

	

	1.
	Whether tender document downloaded from website from page 1 to page 75 are sufficient for submission of tender.

	The information approved in the tender document from Page 1 to 75 are sufficient for submission of the tender.

	2.
	Approach of designing, capacity, rating of process units and equipments has been mentioned in tender.  In such case plant performance should be the responsibility of the agency who has fixed all these parameter. 
	Units of ETP plant are based on aerobic and anaerobic treatment the sizes can be made by bidder as it is a turnkey project, modifications can be made by bidder.  Capacity taking and quantity should be sufficient to handle the 650 KLD capacity Effluent Treatment Plant.  It should be capable to handle 650 KLD capacity discharge of the influent which would be available for around 8 to 10 hrs. from 4 A.M to 2. P.M.    Only Tuesday is a holiday.  

The plant performance would be the sole responsibility of the bidder. 



	3.
	Time of completion of the project is less and it should be more than a year.  And time delay in approval of design & drawing should not be part of work completion period.
	All the participants had inspected the site and all the pre- bid participants are of the opinion that the time of completion is less i.e. 6 months + 1 month, therefore as per consensus of all the participants, the time of completion would be 8  months + 1 month agreed due to practical circumstances.   

Time required for design & approval of drawings would be within the completion period i.e.. 8 months 


	4.
	Please  specify the time of return of security deposit and performance guarantee.  Whether it after completion of construction or after completion of five year O/M.
	 After having the detailed  discussion with the participants by the Finance   person  / Engineers and Expert Consultant,  it has been decided  that  in the Trunky Project after completion of construction,  installation  and  successful trial run work, the Proportionate Performance Guarantee  can be released and the Security Deposit of the constructed work will be released after one year  as per prevailing provision.  The Indemnity Bond for five years should be executed by the successful bidder for the Operation  & Maintenance  cost ( i.e. third part ) the Performance Guarantee  and Security  deposit will be released after five years.     

	5.
	Terms of Payment “ Please clarify the terms of Payment”? 
	The payment to the agency can be released  as and when agency request for  the payment but the running bill   should not be less then  30 lacs. 


	2/3
	Rehman Builders Pvt. Limited:

	

	1.
	Scope of design
	Refer  above clarification to point - 2 of  Pollucon Technologies Ltd. 



	2.
	When Design & BOQ is not in our scope:-

Warrantee / Guarantee / performance on which part.
	Refer  above clarification of Point – 2 of Pollucon Technologies Ltd.  



	3/3
	 Dolphin aqua cure Pvt. Ltd.

	

	1.
	Waste availability?
	Refer above clarification of Point – 2 of Pollucon Technologies Ltd.  



	2.
	Delay charges in case of unavailability of waste?
	No provision of delay charges on account of non- availability of Effluent. 


	3.
	Dewatering, Money will be paid if such case is found?
	No charges for dewatering would be payable as an extra item if required.



	4.
	According to list of vendors , there are various companies which are not registered, or not a big name such as Membrane India, Demetal Fab, AR Industries, Dematall Fab, etc.

	The vendors provided in list or any other companies having proper ISI certification. 

	5.
	Dual Media Filter/ ACF – both are fabricated? Is it such type of necessary?
	S.No. 16 of NIT document at Page 52 should be read as Dual Media Filter/ Activated Carbon Filter. 

	6.
	Time duration is 6 months, it should be extended to 10 months? Is it possible?
	Refer above clarification of Point – 3 of Pollucon Technologies Ltd.  



	7.
	The levels or section will be below the ground or above the ground?
	As per the design of ETP.


	8.
	R.C.C/R.M.C
According to Civil work – Price bid, M-25 grade reinforced cement concrete by using 410 Kg. is notified, where as in other clauses the M-25, the 315 Kg., - M-25, 350M-M-30 is noticed what we will follow?

	According to the Clause 4 at page 23 & 24 of the NIT document be followed.



	9.
	The Domes of UASB, the upper are a will be coated or not? And what will be the grades of RCC for UASB?
	Domes of UASB will be coated with epoxy coating as per the design submitted by the Bidder.


	10.
	The soil which will be excavated, what will be the action of soil? 
	As per the Agreement Clause.


	11.
	NOC should be approved will be taken by which Governmental board, DPCB?
	NOC should be approved by DPCC.



	12.
	Which consent form or categories will be there?
	All  the approvals required  as per  the  Norms of DPCC.



	13.
	What will be invert level ( collection of sewer)?
	Two mtr. below the NGL.



	14.
	Is, approval of structural drawings is required?
	Yes



	15.
	What will be of the gas (Methane) which will come from UASB Plant?
	As per NIT document.



	16.
	After the pre-bid clarification of querries, some time should be provided.  So than a competitive tender can be designed in a given proper time?

	NO extra time would be provided.


	17.
	If the treated has to be used for various useful purpose such as Agriculture, Plantation etc. , then our firm can use various modern techniques ( ultra filtration , R.O.)? 
	As per the clause in tender document.








